[image: Image_22853]
[bookmark: _GoBack][image: Image_22854]
image1.jpeg
\\‘\"l”l'l

N7, it
IMA: acu: CNAS ..

/\ v CNAS L15200
191321340380 “ ,/m\“\\

m R #R

Test Report

)g \
"I 1 A

No. (2023) GKJC-BG0649

R 1t B L. EEHEBREAFRAH
7= 4 R WKk

B 5 3 #: K-ZSTBS115-68°C Q3A

(i} B9 GE®) HERRNFARAR

Guokai (Fujian) Fire Valve Testing Co.,Ltd  SEbER
Mt : ERERRESHFREXERE T EERE Hi% : 0595-86273703
P4k : www. gk jczx. com HB#E : guokaitest@163. com HRBERES : 362300





image2.jpeg
EEL (1) MRS ER AR
RS

WEmMS:  (2023) GKJC-BG0649 WS . 2023.07. 24 1T 3T
PERARR | WKk
HISH4% | K-ZSTBS115-68°C Q3A
Zfef | SR AERA R
Areifr | BB A RA R
[ L7 5 P R H /
oL oe 3] TR BEIRAS A%
o & 20 R Bl H 3 2023. 07
AR
5 | oy
ol
GB 5135.1-2019 (AWK K KRG 26 1 #o: WAKBIK) .
O
B OB
IKEZEE AR K R SR PR B ABIEREE .
o H /‘\
k% )@Qg& {*%
Bk H %4 B 5135. 1-2019 K Z
%
% E

I HM | 2023407 H 21 H

e gg/}: A W:ﬂ@fﬁ é§ mb: § 3

%

U

/4
N

A

I EHIREREHME RBMETHE" TH
KRR RS T, RERBIMRAR, BRERANGEE ERARRSREITAHER!





