[image: Image_28305]
[bookmark: _GoBack][image: Image_28306]
image1.jpeg
Y, hEAT
NS AN s
MA> &sws CNAS =
TESTING
/ /\ \ v CNAS L15200
191321340380 “, /.;.\ W

m B #R

Test Report

No. (2023) GKJC-BG0953

R B 8 A RMNTEMEE &
HRAF
7= A OB WKWk

A 5 P K: K-ZSTX80-68C Q3.
K-ZSTX115-68°C Q3

(K} =9 CEm) MesmremERoR S8
Guokai (Fujian) Fire Valve Testing Co.,Ltd  E&ii%H

Huht: MR ERREHITR XS T FEAEaR% Hi% : 0595-86273703
P4k : www. gk jczx. com HP#E : guokaitest@163. com BB BIERTY : 362300

aﬁ\\ﬂg/#,.




image2.jpeg
T, (EE) HRSEMENERAS
kS

REHS:  (2023) GKJC-BG0953 %10 9
FEERAER | WKk
A4 | K-ZSTX80-68°C Q3. K-ZSTX115-68°C Q3
ZAREAL | R RGP ERA
ArE g | SR TT AT PR A PR A A
B AR [5&] 0 A7 H 2023. 10
30251 k56 BESIRAS &%
o) & FR120 R, #7870 R el H 2023. 10. 28
LT
B %
GB 5135.1-2019 (HEWIKKKRG 5 155 WABEL) o
i
1 BORESR, BEORLG AN ERE: BEHEMER: KESH MK ERE R,
O | RRA: fKMERE: WK L. FHBUKE; SSSERE, ThEk Pukebdi
5 H e, RAKELTREE, JEUSOREE. MR DUIRsMERE: DUREEEMERE: HUEMRMERE
: iy S fE bl b e Tt R 35 T vt R MR LIRS TERE.
.| BTGB #F4 6B 5135. 1-2019 FRAEEER, Bk
iR
+ A
e % H W
F 73K K-ZSTX80-68°C Q3.
% W | HH6.1.1. 6.2, 6.3, 6.4, 6.29 W H N CMA BEFAAT T
ATYEE A .
KISH® | 20234 11 A 07 H~2023 % 12 A 01 H

Hee %\é}m\ w:m’\ﬁj& L 7

. EHIREREHME “RRREEHAE” T
B ROCTREATT, REKBIERZE, BHEATREAEARRS TR AEE!

. N




