[image: Image_32143]
[bookmark: _GoBack][image: Image_32144]
image1.jpeg
FEWIT

S 7, “‘l'...\\
iy, Su [ RN
MA , iasssx CNAS >
N TESTING
4,,//_\\ S v CNAS L15200
0t £ RS
191321340380 AR

nE RS

Test Report

No. (2024) GKJC-BG0032

AN (15 N

Rt R A WEERKHERE
HRAF
7° o A RR. H BTk

A B H ¥: SSP100/65-1. 6.
SSP150/65-1. 6+
SSP150/80-1. 6

(K} =9 GER) MBMIRNERAT 5

Guokai (Fujian) Fire Valve Testing Co.,Ltd 1?3
Huht: WMRBERREHI R XK T E TR B3 : 059586273703

PO3E: www. gkjczx.com  HB#H: guokaitest@163. com ER I EREY : 362300




image2.jpeg
Bl (8E8) iHEpEI HENBRAE]

kRS

WERS:  (2024) GKJC-BGO032 ®I1W 8 H
FE A R Hh EVE kA2
RS I SSP100/65-1. 6. SSP150/65-1. 6. SSP150/80-1. 6
ZAE AL R R EH R R A RA T
A e A W R HH R EHRAF
[T 7 I AFEH 2023. 12
8251 ik FERRAS RS
BE B FH3IEG, HB2 A B H 3 2024.01. 08
B | e
Lo
GB 4452-2011 (ZEAMHE KLY -
O
o shby; AME; FFRmE:; BKMERR; B KERE; HK
. KAKEE; HPED; R
5 H
FTRS T E 752 GB 4452-2011 FREEER, &%,
& #®
PR F 4% SSP150/80-1. 6.
Her 5.1, 5.3, 8TH N CMA ZEFARTEEIA, ATE CNAS BEFARIVEEIA .
50 H #A 2024 4£ 01 A 10 H~2024 4£ 01 A 23 H

et %\/Q m

e X L ¥

i EHIREREF NG “RRREEAT” EH!
IR KB G, RERBIEFZ, BRAT/HEERARRSRHITALEL!

wianm 7. 2%




